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VISTA_ East looking West
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Southwest corner
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Southwest corner
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West
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IMG_6056.JPG
West

IMG_6053.JPG
Northwest corner

IMG_6028.JPG
North

IMG_6051.JPG
North face
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IMG_6036.JPG
East

IMG_6038.JPG
Northeast air intake.   Note: not enclosed nor final connected

IMG_6035.JPG
Grading East for soil nail wall

IMG_6042.JPG
Cooling tower & unfinished penthouse
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IMG_6044.JPG
Grading East fire line

IMG_5972.JPG
Fireline EAST

IMG_6026.JPG
Site footings East- North end

IMG_6025.JPG
Footings for site walls East (Norh End)
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IMG_5999.JPG
Site wall forming

IMG_6009.JPG
Sewer lift station

IMG_6010.JPG
Typical lathed soffit

IMG_6007.JPG
Courtyard lathing
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IMG_5962.JPG
Courtyard

IMG_6087.JPG
Domectic water line to be reinstalled at Bld'g.

IMG_6089.JPG
Wood dors stored on  level P

IMG_6091.JPG
Elevator 1 needs to move 4" left, 2" out
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IMG_6093.JPG
Air handler control wiring on going

IMG_6094.JPG
Air handler main electric panel

IMG_6096.JPG
Typical air handler

IMG_6097.JPG
Air handler duct
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IMG_6098.JPG
North east shaft. Not connected at top

IMG_6101.JPG
Air handler plenum. Needs tape & 3 coats compond

IMG_6105.JPG
Level P seawater

IMG_6104.JPG
Level P seawater power & control panel on going
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IMG_6106.JPG
Level P

IMG_6109.JPG
Chilled water pumps

IMG_6110.JPG
Chiller room piping

IMG_6111.JPG
Chiller units coverd but not final connected
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IMG_6062.JPG
Gas meter connection point

IMG_6074.JPG
Boiler room

IMG_6070.JPG
Boiler room connected for Gas

IMG_6071.JPG
Typical Gas connection
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IMG_6122.JPG
Boiler room East looking West

IMG_6124.JPG
Casework Rm 116 Specimen prep 

IMG_6128.JPG
Stainless steel casewoek Rm 104A

IMG_6129.JPG
SS casework RM 105
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IMG_6131.JPG
Waterproofing tech tank

IMG_6132.JPG
Elevator 2.  No work in this area

IMG_6134.JPG
Cleaning up seawater tech tank support lev el 1

IMG_6133.JPG
Final connection for degasser level 1
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IMG_6135.JPG
Level 2 South office area

IMG_6137.JPG
Level 2 South- linear diffuser connections

IMG_6138.JPG
Level 2 West office area ( Tuna Commission)

IMG_6141.JPG
Balcony Southwest corner
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IMG_6142.JPG
Library

IMG_6143.JPG
Protected casework level 2 Northwest

IMG_6144.JPG
Level 2 Northwest

IMG_6146.JPG
Restroom 200B tile
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IMG_6147.JPG
Level 2 garage

IMG_6148.JPG
Ramp level 1 - 2

IMG_6149.JPG
Loading dock

IMG_6150.JPG
Emergency generator
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IMG_6151.JPG
Level 3 Conference room

IMG_6152.JPG
Installing linear diffusers in conference room

IMG_6154.JPG
Satir 1 level 3

IMG_6155.JPG
Level 3 West (Note: wet sheetrock repair)
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IMG_6156.JPG
level 3 - offices at North end of main courtyard

IMG_6157.JPG
Level 3 North office area

IMG_6158.JPG
Level 3 Northeast

IMG_6159.JPG
Level 3 East at corridor( no storefonts- open)
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IMG_6160.JPG
Level 3 East wing -typical no window frames 

IMG_6161.JPG
Level 3 offices at East end of main courtyard. No window frames

IMG_6163.JPG
Cooling tower

IMG_6164.JPG
East Courtyard (wide open)
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IMG_6166.JPG
Typical level 3 Boomerang windows on 12 line (Southside) only

IMG_6167.JPG
East end of Boomerang courtyard

IMG_6168.JPG
Typical boomerang (open)

IMG_6169.JPG
Level 3 Courtyard from South looking North
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IMG_6170.JPG
Courtyard readying for Stucco on Tuesday 1/3/12

IMG_6171.JPG
Warter test planter area at bridge level 4

IMG_6173.JPG
Level 4 at Directors office West

IMG_6174.JPG
Level 4 stair 1 looking East. Ready for Stucco

NOAA La Jolla Lab Replacement Project - Weekly Images 20111230 Page 20  



IMG_6175.JPG
Leve l4 North office- painting

IMG_6177.JPG
Level 4 Northeast

IMG_6178.JPG
Level East. Windows on East side no storefronts on West side

IMG_6179.JPG
Level 4 office area at East end of main Courtyard is fully enclosed
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IMG_6180.JPG
West side of East wing

IMG_6181.JPG
Insulation- planter and tech tank

IMG_6182.JPG
North end of Boomerang courtyard

IMG_6184.JPG
Office area at East send on main courtyard level 4
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