
IMG_0238.JPG
2/17/2012 10:49:41 AM
East looking West

IMG_0275.JPG
2/17/2012 10:50:06 AM
Norh side staging reerected

IMG_0237.JPG
2/17/2012 10:49:41 AM
Northwest corner

IMG_0278.JPG
2/17/2012 10:49:39 AM
WEast side North end
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IMG_0279.JPG
2/17/2012 10:49:39 AM
West side South end

IMG_0242.JPG
2/17/2012 10:49:44 AM
South east

IMG_0315.JPG
2/17/2012 1:01:25 PM
Southside West end

IMG_0239.JPG
2/17/2012 10:49:42 AM
Rooftop- no roofers nor Solar all week
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IMG_0173.JPG
2/14/2012 10:17:35 AM
Protection for rain in first part of week

IMG_0213.JPG
2/15/2012 2:51:28 PM
West side of Plaza looking North

IMG_0195.JPG
2/15/2012 2:51:17 PM
Plaza looking Southeast

IMG_0266.JPG
2/17/2012 10:50:00 AM
South courtyard- brown coat curing

NOAA La Jolla Lab Replacement - Weekly Images 20120218 Page 3  



IMG_0193.JPG
2/15/2012 2:51:15 PM
Plaza

IMG_0240.JPG
2/17/2012 10:49:43 AM
Southeast penthouse

IMG_0241.JPG
2/17/2012 10:49:44 AM
Chipping down sill at cooling tower louver openings North

IMG_0226.JPG
2/15/2012 2:51:04 PM
Reerecting staging at cooling tower North side
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IMG_0225.JPG
2/15/2012 2:51:04 PM
Reerecting staging North side

IMG_0144.JPG
2/14/2012 10:17:44 AM
Condition at East side due to grading for soil nail wall

IMG_0274.JPG
2/17/2012 10:50:05 AM
Soil nail wall - no work this week except stud replacement

IMG_0145.JPG
2/14/2012 10:17:45 AM
Nelson stud plate with correct size nelson studs
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IMG_0228.JPG
2/15/2012 2:51:06 PM
Removing and reinstalling Nelson studs on soil nail wallB level 1

IMG_0187.JPG
2/15/2012 2:51:11 PM
Concrete fill (6 cy) between South side of trash enclosure and existing retai...

IMG_0218.JPG
2/15/2012 2:51:31 PM
Boiler room flue piping complete

IMG_0220.JPG
2/15/2012 2:51:33 PM
Boiler room
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IMG_0206.JPG
2/15/2012 2:51:24 PM
Level 4 East lab area

IMG_0150.JPG
2/14/2012 10:17:48 AM
Exterior Tech tank vision panel

IMG_0154.JPG
2/14/2012 10:17:50 AM
SS cabintery installation level 1

IMG_0163.JPG
2/14/2012 10:17:56 AM
Area where water infiltrated duct riser shaft in cooling tower
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IMG_0199.JPG
2/15/2012 2:51:20 PM
Typical slab moisture test

IMG_0265.JPG
2/17/2012 10:49:59 AM
Area where slab moisture test was just removed

IMG_0208.JPG
2/15/2012 2:51:25 PM
Typical raceway

IMG_0209.JPG
2/15/2012 2:51:26 PM
Status of lab mock up room
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IMG_0212.JPG
2/15/2012 2:51:28 PM
Level 3 corridor ceiling tile installation

IMG_0215.JPG
2/15/2012 2:51:30 PM
Adding concrete to column at conference room

IMG_0222.JPG
2/15/2012 2:51:34 PM
Typical Restroom countertop

IMG_0224.JPG
2/15/2012 2:51:03 PM
Cementitious vapor barrier computer room 229
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IMG_0235.JPG
2/16/2012 9:13:53 AM
Expansion joint at enrance to tech tank support level 2

IMG_0258.JPG
2/17/2012 10:49:55 AM
Level 1 lab hoods

IMG_0259.JPG
2/17/2012 10:49:56 AM
Conference room 404

IMG_0260.JPG
2/17/2012 10:49:56 AM
Directors office
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IMG_0261.JPG
2/17/2012 10:49:57 AM
Level 4 West

IMG_0268.JPG
2/17/2012 10:50:01 AM
Expansion joint at tech tank/ cooling tower

IMG_0280.JPG
2/17/2012 10:49:40 AM
Wareline paving patch on lower LSD

IMG_0281.JPG
2/17/2012 1:01:26 PM
Freezer level 1
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IMG_0282.JPG
2/17/2012 1:01:26 PM
Aquaria

IMG_0285.JPG
2/17/2012 1:01:28 PM
IDC room125

IMG_0286.JPG
2/17/2012 1:01:29 PM
Tech tank support level 1

IMG_0288.JPG
2/17/2012 1:01:30 PM
Chiller room
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IMG_0291.JPG
2/17/2012 1:01:32 PM
Shower area level 1

IMG_0292.JPG
2/17/2012 1:01:33 PM
Seagoing equipment room level 1

IMG_0293.JPG
2/17/2012 1:01:33 PM
Reception area Nortwest level 2 office

IMG_0294.JPG
2/17/2012 1:01:34 PM
Reception  area Northwest level2 office
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IMG_0301.JPG
2/17/2012 1:01:39 PM
Level 2 Northwest office

IMG_0302.JPG
2/17/2012 1:01:39 PM
Library

IMG_0303.JPG
2/17/2012 1:01:40 PM
Tuna Commission balcony
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