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West side
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West plaza
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Southwest corner

IMG_0738.JPG
North plaza
NOAA La Jolla Lab Replacement - Weeklly Images 20120310

Page 2



IMG_0739.JPG
East Plaza
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Level 3 Plaza waterproofing
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Waterproof detail at planters
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Installing sun shades
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Instaling suncreen supports at North courtyard

IMG_0692.JPG
Conference room
NOAA La Jolla Lab Replacement - Weeklly Images 20120310

Page 4



08/06/2012 08:48

|
il

IMG_0705.JPG IMG_0700.JPG
Typical office space Level 3 Northwest floor prep
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Outside stair 2 level 3 Modifying elevator 2 front
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UPS room 433A Aquaria
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Draining fresh water from tech tank Cooling tower
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Temp filter fabric over AHU inlet
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Boiler room
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Chiller room
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Hanging wood doors
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Backfill at east end of tech tank Hydrant with retaining wall on North side
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